UTAH STATE HEALTH DEPARTMENT
DIVISION OF LABORATORY SERVICES
Environmental Chemistry Analysis Report
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HOLLIDAY WATER CO N 1248 s 5 O
1887 E 4500 S e 1 257 '
SLC UT 84117 801/277-2893
Description: 2889 LIVE OAK CIRCLE WELL #4
Site ID: 18010 Source:  00) Date of Review and QA Validation
Cost Code: 361B Inorganic Review: 08/13/95
Lab Number: 9508321 Type: 04 Organic Review:
Sample Date: 08/09/95 Time: 13:00 Radiochemistry Review:
Tot. Cations: 86 Microbiology Review:
Tot. Anions: 177 mg/l Cations: 4.9 me/l
Grand Total: 263 mg/l Anions: 4.9 me/l
Laboratory Analyses
\
L-p N 8.05Y T SuerSo1l” <4.0 mg/1
NO2+NO3, N 0.19"mg/1 ¢ evanide <0.05 mg/1
Ammonia N . <085 mg/t D-Calciumv 58 mg/l~-
D-Magnesum 21 mg/1 D-Potassum 1.1 mg/1 -~
DeSodium—- 5:6mg/1 - Bicarbnate v~ 189 mg/1l -
Carb. Diox 3 mg/l- Carbonate v« 0 mg/1
Chloride GVmg/L’ Fluoride,~ 0.375 mg/1l *
Hydroxide-- 0 mg/l Sulfate 78.0 mg/1 ¢
T. Phos. <0.01/mg/1 . i~ 155 mg/1 s
- >T. Hardns.. 231.1 mg/le Turbidity v’ 0.155 NTU *
L-Sp. Cond 479¥ umhos « TDS @ 180C ¢+~ 280 mg/l »
T-Arsenic <5.0$pg/l 4 T-Bariume” 0.048 mg/1 “
T-Cadmium <1/ug/1 s T-Chromium ¢~ <5.0 ug/l =
T-Copper <12.0/ug/1- T-Iron 0.044 mg/1 ~
T-Lead <3.q/ug/1' T-Mangan:;, 13.0 ug/1f
T-Mercury <0.2"ug/1le T-Nickel <10.0 ug/l.
T-Selenium <1.0/ug/1le. T-Silver <2.0 ug/1l *
T-Zinc <30.0"ug/1 ¢ 9 <3.0 ug/1
T-Thaitium <1.0 ug/l (¢ €03 Solidszz 93 mg/1
T-Sodium 6.4/mg/lo L'g Cavbaris
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UTAH STATE HEALTH DEPARTMENT
DIVISION OF LABORATORY SERVICES
Environmental Chemistry Analysis Report
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HOLLIDAY WATER CO i)
1887 E 4500 s
SALT LAKE CITY UT 84117 277-2893
Description: 2889 LIVE OAK CIRCLE MAIN SPRING
Site ID: 18010 Source: 00 Date of Review and QA Validation
Cost Code: 361B Inorganic Review: 09/13/95
Lab Number: 9508430 Type: 04 Organic Review:
Sample Date: 08/10/95 Time: 10:45 Radiochemistry Review:
Microbiology Review:
Tot. Anions: 66 mg/l
Grand Total: 66 mg/l Anions: 1.4 me/l
Laboratory Analyses
Cyanide <0.05 mg/1 Fluoride 0.348 mg/1
Sulfate 66.0 mg/1 Turbidity 0.8 NTU

TDS @ 180C 260 mg/1 T-Arsenic <5.0 ug/1

T-Barium 0.082 mg/1 T-Berylium <1 ug/1
T-Cadmium <1 ug/1l T-Chromium <5.0 ug/1

T-Copper <12.0 ug/1l T-Lead <3.0 ug/1
T-Mercury <0.2 ug/1l T-Nickel <10.0 ug/1
T-Selenium <1.0 ug/1l T-Antimony <3.0 ug/1l
T-Thallium <1.0 ug/1 T-Sodium 4.5 mg/1
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UTAH STATE HEALTH DEPARTMENT
DIVISION OF LABORATORY SERVICES
Environmental Chemistry Analysis Report
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HOLLIDAY WATER CO
1887 E 4500 s
SALT LAKE CITY UT 84117 277-2893

Description: 20TH E GUNDERSON LANE WELL #2

Site ID: 18010 Source: 00 Date of Review and QA Validation

Cost Code: 361B Inorganic Review: 08/13/85

Lab Number: 9508429 Type: 04 Organic Review:

Sample Date: 08/10/95 Time: 15:00 Radiochemistry Review:
Microbiology Review:

Tot. Anions: 255 mg/l

Grand Total: 255 mg/l Anions: 5.3 me/l

Laboratory Analyses

-Cyanide—— <0.05 mg/1 Fluoride /0.3 mg/1 -~
Sulfate/ 255.0 mg/1 - Turbidity /0.5 NTU -~
TDS @ 180C 672 mg/1 - T-Arsenic A5.0 ug/l «
T-Barium/ 0.034 mg/l = JI‘—-Bex_ylium/ <1 ug/1l
T-Cadmium/ <1 ug/l - T~-Chromium <5.0 ug/1 =~
T-Copper/ <12.0 ug/l =« T-Leadv <3.0 ug/l1 -~
T-Mercury,/ <0.2 ug/1l -~ T-Nickel” <10.0 ug/1 =
T-Selenium / <1.0 ugs1 -~ T~Antimerry™ <3.0 ug/1
~P-Thalliuwm <1.0 ug/1 T-Sodiumy/ 29.0 mg/1l =
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HOLLIDAY WATER CO
1887 E 4500 s
SALT LAKE CITY UT

UTAH STATE HEALTH DEPARTMENT
DIVISION OF LABORATORY SERVICES
Environmental Chemistry Analysis Report
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Description: 1885 E 4500 S WELL #1
Site ID: 18010 Source: 00 Date of Review and QA Validation
Cost Code: 361B Inorganic Review: 09/13/95
Lab Number: 9508428 Type: 04 Organic Review:
Sample Date: 08/10/95 Time: 09:15 Radiochemistry Review:
Microbiology Review:
Tot. Anions: 176 mg/1l
Grand Total: 176 mg/1l Anions: 3.7 me/l
Laboratory Analyses
Cyanide <0.05 mg/1 Fluoride J0.271 mg/1 ~
Sulfate 176.0 mg/1,/ ~ Turbidity ~0.13 NTU -
TDS @ 180C 692 mg/1lv * T-Arsenic s/€5.0 ug/l -
T-Barium 0.05 mg/Vw ~ E=Borylium <1 ug/1l
T-Cadmium <1 ug/LV . T-Chromium «5.0 ug/1 -
T-Copper <12.0 ug/1 -~ T-Lead v+ €3.0 ug/1 -
T-Mercury <0.2 ug/1v - T-Nickel «10.0 ug/1 -
T-Selenium <1.0 ug/ly =~ JT-Antimony . <3.04§/1
T-Thallium <1.0 ug/1 - T-Sodium 64.0 mg/1
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UTAH STATE HEALTH DEPARTMENT
DIVISION OF LABORATORY SERVICES
Environmental Chemistry Analysis Report
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HOLLIDAY WATER CO
1887 E 4500 S
SALT LAKE CITY UT 84117 277-2893
Description: 4260 WANDER LANE WELL #3
Site ID: 18010 Source: 00 Date of Review and QA Validation
Cost Code: 361B Inorganic Review: 08/13/895
Lab Number: 8508427 Type: 04 Organic Review:
Sample Date: 08/10/95 Time: 09:45 Radiochemistry Review:
Microbiology Review:
Tot. Anions: 94 mg/l
Grand Total: 94 mg/l Anions: 2.0 me/1

Laboratory Analyses

Cyanide -~ — <0.05-mg71l Fluoride 0.325 mg/1% °
Sulfate 94.0 mg/1l/ ~ Turbidity 0.07 NTU /
TDS @ 180C 398 mg/L/’ T-Arsenic <5.0 ug/1l
T-Barium n.034 mg/l/" F-Berytitm <1 ug/1
T-Cadmium <1 ug/lJ T-Chromium <5.0 ug/l;j’
T-Copper <12.0 ug/l/ - T-Lead <3.0 ug/1
T-Mercury 0.2 ug/¥ ) - T-Nickel <10.0 ug/1” -
T-Selenium <1.0 ug/1l T-Antimeony— - $(3:0-ugltl—
T-Thalltium ~ - <d—6—ug7l T-Sodium 19.0 mg/1v’ -
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